






























 












  
































































































ALL EXISTING WALL  MOUNTED ITEMS AND DEVICES ARE TO BE
REMOVED PRIOR TO DEMOLITION WORK,  INVENTORIED WITH
THEIR LOCATION RECORDED AND REPORT SUBMITTED TO COR
PRIOR TO COMMENCEMENT OF WORK, FULLY REFURBISHED, AND
REINSTALLED IN THE NEW WALL AND CEILING ASSEMBLIES.
LOCATION TO BE VERIFIED BY RESIDENT ENGINEER. ALSO SEE
INTERIOR ELEVATIONS.

REFURBISHING AND REINSTALLATION OF
WALL AND CEILING ITEMS AND DEVICES
NOTE:

ITEMS INCLUDE, BUT NOT LIMITED TO:

MAGNETIC HOLD-OPENS, DOOR STOPS, HAND SANITIZER
DISPENSERS, MIRRORS, FIRE STROBES, SWITCHES, ELEVATOR
DIRECTION SIGNAL, FIREHOSE CABINET, FIRE EXTINGUISHER
CABINET, ELECTRIC COVER PLATES, FIRE ALARM PULL BOX,
WATER COOLER, MONITORS, CCTV  CAMERAS, ELECTRIC OUTLETS,
SIGNAGE, BULLETIN BOARDS, DISPLAY CASE, CARD READER,
CLOCK, DATA
OUTLET, WALL MOUNTED ELECTRIC DOOR, PUSH BUTTON, FIRE
CONTROL BOX, MEDICAL GAS PANEL, PHONE, PORTABLE X-RAY
HOOK UP, ROOM SIGNAGE, SPEAKERS, SMOKE DETECTORS, WIFI,
NURSE CALL













CONTRACTOR TO REPLACE & ACURATELY LOCATE ALL EXISTING
SIGNAGE AND LABELS NOTING RATED WALL ASSEMBLIES AND
SMOKE PARTITIONS

















